Flow pattern transition models and correlations for flow boiling in mini-tubes  by Mahmoud, Mohamed M. & Karayiannis, Tassos G.
Experimental Thermal and Fluid Science 70 (2016) 270–282Contents lists available at ScienceDirect
Experimental Thermal and Fluid Science
journal homepage: www.elsevier .com/locate /et fsFlow pattern transition models and correlations for flow boiling
in mini-tubeshttp://dx.doi.org/10.1016/j.expthermflusci.2015.09.023
0894-1777/ 2015 The Authors. Published by Elsevier Inc.
This is an open access article under the CC BY license (http://creativecommons.org/licenses/by/4.0/).
⇑ Corresponding author.
E-mail address: tassos.karayiannis@brunel.ac.uk (T.G. Karayiannis).Mohamed M. Mahmoud a,b, Tassos G. Karayiannis a,⇑
a School of Engineering and Design, Brunel University London, Uxbridge UB8 3PH, UK
b Faculty of Engineering, Zagazig University, Zagazig 44519, Egypt
a r t i c l e i n f o a b s t r a c tArticle history:
Received 11 February 2015
Received in revised form 17 September
2015
Accepted 19 September 2015
Available online 26 September 2015
Keywords:
Flow boiling
Mini tubes
Flow patterns
CorrelationsAn evaluation of models and correlations predicting flow patterns in mini-tubes is described in this paper
and final recommendations are made for a way forward. Flow boiling patterns of R245fa in a 1.1 mm
diameter copper tube were used in this evaluation. The experiments covered an experimental range of
mass flux 100–400 kg/m2 s, heat flux 3–25 kW/m2, inlet pressure of 1.85 and inlet subcooling of 5 K.
Hysteresis was evident in these experiments across the whole range, with obvious changes in the flow
patterns between increasing and decreasing heat flux. The four main flow patterns were bubbly, slug,
churn and annular flow. Confined flow was also evident. For increasing heat flux, only annular flow
was evident but all the flow patterns were evident with decreasing heat flux. Therefore, the evaluation
of flow pattern maps carried out in this study was based on the decreasing heat flux data, as this covered
the full range of flow patterns. The evaluation of more than ten models and correlations demonstrated
that there is no general model that can predict accurately all flow pattern transition boundaries. Only
one model succeeded in predicting all transition boundaries very well, except the bubbly to slug
transition. Thus, a new modification on this boundary is proposed in this paper that could predict the
experimental data used in this study very well.
 2015 The Authors. Published by Elsevier Inc. This is an openaccess article under the CCBY license (http://
creativecommons.org/licenses/by/4.0/).1. Introduction
The application of flow boiling in microchannels as a cooling
method of high heat flux devices is of great interest to the engi-
neering community. Progress is currently restricted by a limited
knowledge of flow patterns and subsequent heat transfer mecha-
nisms and the ability to predict pressure drop and heat transfer
rates. A recent review by Mahmoud et al. [1] is available, which
includes a section on past work on flow patterns in small to micro
diameter tubes. This review demonstrates that: (i) channel size has
a significant effect on the morphology of gas–liquid two phase
flow, (ii) the most frequently identified flow patterns are bubbly,
slug, churn and annular flow with confined bubble flow evident
in certain operating ranges, (iii) dispersed bubbly, churn and strat-
ified flow tend to diminish as the diameter decreases. Flow pattern
maps and prediction methods are available in literature but these
are often restricted to particular experimental conditions and cer-
tain fluids. Hassan et al. [2] found large discrepancies in the
reported flow patterns in microchannels when previous experi-
mental flow maps were compared against each other. Additionally,they found that channel orientation affects the transition bound-
aries althoughmany researchers reported insignificant effect. Thus,
they proposed two universal maps, one for horizontal and one for
vertical channels. The limitation in the development of new accu-
rate flow pattern maps could be attributed to the reasons discussed
below.
The first reason is the lack of understanding all the parameters
which could affect the flow patterns. Shao et al. [3] thought that
the dominating factors for flow pattern transitions are channel
size, superficial velocities, liquid phase surface tension and channel
wettability. Evaluation of past literature can reveal that there are
contradictions among researchers on the effect of these factors.
For example, some researchers such as [4–7] agreed on that the
transition to annular flow shifts to higher gas superficial velocities
as the diameter decreases while researchers [8,9] reported an
opposite effect. Some researchers investigated the effect of contact
angle (surface wettability) on flow patterns characteristics in
macro and microchannels, see for example [10–14]. The definition
of contact angle and surface wettability is depicted in Fig. 1. They
agreed on that surface wettability has a significant effect on flow
patterns. All conventional flow patterns (bubbly, slug, churn,
annular) were reported to occur in the highly wetting channels
investigated in their study, i.e. h = 7–45 [10–14]. As contact angle
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x horizontal axis (–)
xe exit vapor quality (–)
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coalescing bubble regime
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Fig. 1. Definition of surface wettability and contact angle (h).
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becomes thicker and unstable resulting in a new pattern called
rivulet flow, which replaces churn flow. On the contrary, Wang
et al. [15] reported that reducing surface wettability (increasing
h) did not induce the appearance of new flow patterns. They
reported slug, slug-annular, annular and parallel flow (stratified)
within a contact angle range h = 37–135.
Another example of contradiction found in the literature, is the
effect of surface tension. Some researchers such as [6,7,15–17]
agreed that the transition lines shift to lower gas superficial veloc-
ities as surface tension decreases. On the contrary, researchers
[18,19] reported an opposite effect. Moreover, the contradiction
on the relative importance of the above factors, i.e. wettability
and surface tension, can also be detected from the various coordi-
nates used for plotting the flow maps. For example, researchers
[2,16,20] plotted their maps as a function of the superficial liquid
and gas velocities. This means that the effect of other parameters
such as wettability, surface tension, viscosity, density is not
included. Other researchers such as [6,21] plotted their maps as a
function of liquid and gas Weber numbers, which consider the
effect of diameter, velocity, density and surface tension.The second reason is the fact that developing accurate flow
maps and transition models requires a large databank of results
with varying fluid properties, channel size and experimental condi-
tions. This is currently hindered by the discrepancies found in the
available data as discussed above, even when using the same
refrigerant and channel diameter. Karayiannis et al. [22] suggested
that these discrepancies were due to the surface characteristics
and heated length. As indicated by Consolini et al. [23], flow stabil-
ity was also an important factor. A study by Mahmoud et al. [24]
into the effects of surface characteristics using seamless and
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value at the occurrence of the first bubbles (with the welded tube
requiring a higher heat flux) and the trend in the heat transfer coef-
ficient with quality or distance along the tube. The inner surface of
these tubes was analyzed using Scanning Electron Microscope
(SEM). The results demonstrated that the surface of the welded
tube was very smooth with some local damages while that of the
cold drawn tube has random scratches or channels uniformly dis-
tributed along the tube, which could act as a nucleation cavity.
However, in the study of [24], the flow patterns for both tubes
were similar.
The third reason is the contradiction in the method of defining
the flow patterns. There are variances in both the flow patterns
seen and the terminology used to define the flow patterns. Also,
distinguishing and classifying the main regime into various
sub-regimes is a common difference. For example, Chen et al. [6]
distinguished between bubbly and dispersed bubbly flow, while
Mishima and Ishii [20] did not. Coleman and Garimella [25] classi-
fied annular flow into five sub-regimes namely; annular mist,
annular ring, wavy ring, wave packet and annular film. On the con-
trary, Thome et al. [26] recommend that the primary flow regimes
(bubbly, slug, annular and mist flows) should be unified and stan-
dardized in order to avoid the variance in terminology for the same
flow regime. Also, they recommended the development of multi-
scale maps in order to have more details about each flow pattern.
Baldassari and Marengo [27] attributed the discrepancies in flow
patterns reported to the difficulty in identifying flow patterns
using objective methods and the increasing errors with decreasing
diameter.
The fourth reason is the fact that no consideration is usually
given to (i) surface finish, (ii) channel material and (iii) hysteresis.
The present authors believe that these factors are very important
at micro scale. However, very limited past research papers exist
covering the effect of these parameters on flow patterns. Kubiak
et al. [28] reported that surface roughness and material have a sig-
nificant effect on surface wettability (contact angle). They investi-
gated experimentally the effect of surface roughness on the
apparent contact angle using a wide range of materials including
aluminum alloy, titanium alloy, steel alloy, copper alloy, ceramic
and poly-methylmethacrylate (PMMA). For all tested materials,
the contact angle decreased to a minimum value then increased
again with increasing surface roughness. This complex behavior
of contact angle with roughness may result in a complex effect
on flow boiling heat transfer and flow patterns. This is due to the
fact that, practically, surface roughness is not uniformly distributed
along the test tubes. Accordingly, nucleation characteristics are
also expected to be affected. This may result in a large variance
in bubble generation frequency which might affect the flow
pattern transition mechanisms. Based on measuring the bubble
frequency, Revellin and Thome [9] classified the flow regimes into:
(i) isolated bubble regime in which the bubble generation
frequency increases with heat flux up to a maximum value, (ii) coa-
lescing bubble regime in which the frequency is decreasing with
heat flux due to bubble coalescence, (iii) annular flow regime in
which the frequency becomes zero. In adiabatic gas–liquid flow
in microchannels, the inlet conditions can have a significant effect
on the resulting flow patterns [29–31]. In a similar manner, in dia-
batic flows, the different surface finish characteristics of the
microchannel can affect the prevailing flow patterns.
It is obvious from the above review that no experimental study
considered hysteresis in flow boiling patterns. Only one study by
Barajas and Panton [10] for adiabatic gas–liquid flow in a 1.6 mm
tube reported some hysteresis on the slug-annular transition
boundary when the experiments were conducted in the opposite
direction (decreasing gas flow rate). The R245fa data in a 1.1 mm
diameter vertical tube used in this study were obtained fromexperiments with decreasing heat flux, see Pike-Wilson [32] and
Karayiannis et al. [33]. These data were used to assess existing flow
pattern maps and transition models in order to have an insight on
the transition mechanisms. Recommendations subsequently are
for the prediction of flow patterns transition boundaries.2. Experimental methodology used in obtaining the data
The data used in the present study were obtained from
experiments carried out over a range of heat and mass fluxes, i.e.
3–25 kW/m2 and 100–400 kg/m2 s, for inlet pressure of 1.85 bar
using R245fa in a 1.1 mm diameter tube, see Refs. [32,33]. The tube
was made of copper and the flow was vertically upward. The test
facility was previously used to investigate heat transfer and flow
patterns of R134a in small to micro diameter tubes. Details of this
and the test facility can be found in Huo et al. [34], Mahmoud et al.
[1] and Pike-Wilson and Karayiannis [35]. The test section con-
sisted of a pre-heater to control the inlet temperature followed
by a 150 mm adiabatic calming section, to ensure fully developed
flow. The copper test section was 300 mm long and heated directly
using DC current with the supplied power being measured using a
Yokogawa power meter WT110 with a manufacturer recorded
accuracy of ±0.29%. The inlet and outlet temperatures were mea-
sured using T-type thermocouples with an accuracy of ±0.18 K.
Pressure transducers were used at these locations to record the
pressure with an accuracy of ±1.5%. The pressure drop across the
heated section was measured with a differential pressure trans-
ducer (PX771A-025DI) with an accuracy of ±0.08%. Fourteen
equidistant K-type thermocouples were attached to the heated
section using electrically insulating and thermally conducting
epoxy, with a mean absolute error of ±0.23 K. Heat transfer and
pressure drop data were recorded over a 90 s period, simultane-
ously as flow pattern data being recorded. Flow visualization was
possible through a borosilicate glass tube, of 1.1 mm internal
diameter, which was located at the heated section outlet. The high
speed camera (Photo-Sonics Phantom V4B/W) recorded at 1000
frames per second with a resolution of 512  512 pixels. Data were
recorded when the test facility was deemed to be in a steady state
based on oscillations in the mass flow rate, pressure and tempera-
tures at the inlet, see Karayiannis et al. [22].3. Results and discussion
The flow patterns in small to micro diameter tubes are com-
monly defined as bubbly, confined bubble, slug, churn and annular
flow. Note that in the work of Chen et al. [6] for R134a, in stainless
steel tubes with diameters ranging from 1.1 mm to 4.26 mm, very
clear photographs of dispersed bubble flow were observed. In this
regime, the bubbles were more in number and much smaller than
what were referred to in Chen et al. and here in this paper as bub-
bly flow. In the data used in [32,33], the flow patterns for an
increasing heat flux were limited to some occurrence of slug and
churn flow and a dominance of annular flow. This result agrees
with the results of Consolini and Thome [23] for flow boiling of
R245fa in a 0.5 mm diameter stainless steel tube. They did not
see bubbly and slug flows and churn and annular flows were the
dominant regimes. It is interesting to note that earlier Revellin
and Thome [9] conducted the same test using R245fa, with the
same experimental facility, tube material and diameter. They
observed all flow patterns; bubbly, bubbly/slug, slug, semi-
annular and annular flows. The difference between the two results
could be attributed to testing two tubes with different surface fin-
ish. It was proved that commercially available tubes do not have
uniform surface finish along the length of the tube, see Karayiannis
et al. [22]. In the study of [32,33], all the commonly observed flow
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were observed only with decreasing heat flux. Therefore, the com-
parison with flow pattern maps presented in the next section is
based on the decreasing heat flux results of [32,33]. The difference
in flow patterns seen for increasing and decreasing heat fluxes was
thought to be as a result of hysteresis. Nucleation site activation is
related to the wall superheat, with smaller cavities requiring a lar-
ger wall superheat to be activated. The wall superheat is higher
with increasing heat flux than for decreasing heat flux. This higher
wall superheat should allow for small nucleation sites to be acti-
vated with increasing heat flux. These can remain active when
the heat flux is then decreased, resulting in flow patterns which
were not seen for increasing heat flux. For all mass fluxes, annular
flow was the dominant flow pattern [32,33]. Fig. 2 presents the
flow patterns at a mass flux of 200 kg/m2 s. Pike-Wilson and
Karayiannis [35] reported experiments with tubes made of three
materials, namely stainless steel, brass and copper (the latter is
used for the data of this paper), all with a diameter of 1.1 mm.
The flow patterns of Fig. 2 were evident for all three tubes with a
decreasing heat flux but at different exit qualities and heat fluxes,
which indicates some effect of surface characteristics.
4. Flow pattern maps
This section presents a detailed comparison with existing flow
pattern maps and transition models developed for micro scale
applications under adiabatic and diabatic conditions. The experi-
mental data of [32,33] used for comparison are also compared with
experimental data of some researchers who reported similar flow
patterns even if the diameter was smaller than 1 mm. Additionally,
the comparison includes some flow pattern maps developed for
large diameter channels at microgravity due to the similarity with
microchannels as reported by Akbar et al. [21]. As previously men-
tioned, the flow pattern data used in this study were for inlet pres-
sure of 1.85 bar. Each model is reviewed very briefly in order to
understand the differences between existing models and the
mechanisms based on which the transition criteria were proposed.
5. Comparison with Rezkallah [36]
Based on the relative importance of surface tension and inertia
forces, Rezkallah and co-workers classified flow patterns into the
following: (1) surface tension dominated region, which includes
bubbly and slug flow, (2) inertia dominated region which includes
annular flow, (3) transition region in which surface tension and
inertia forces are comparable and includes slug-annular/churn
flow. In a previous work by Rezkallah and co-workers [37,38] theBubbly Confined Slug
xe= 0.008    xe= 0.017   xe= 0.054   
q=1.1 q=2.0 q=3.3
Fig. 2. Flow patterns at G = 200 kg/m2 s and P = 1transition from one region to the other was proposed to occur at
constant gas Weber number: Wegs 6 1 for surface tension domi-
nated region and WegsP 20 for the inertia dominated region.
Rezkallah [36] reassessed these criteria using a large experimental
databank from literature and found that Wegs /We0:25ls at transi-
tion, i.e. there is some dependency on gas superficial velocity.
Fig. 3 depicts the comparison of the experimental data of [32,33]
with the modified version of the map on a uls  ugs plane. It is
shown that there is a reasonable prediction for bubbly, slug and
churn flows while there is a poor prediction for annular flow. The
annular flow data, which were deemed to be inertia dominated,
are located inside the transition region. This transition criterion
predicts annular flow to occur at very high superficial gas velocities
compared to the experimental data. Also, this map predicts bubbly
and slug flow to exist at very low gas and liquid superficial veloc-
ities. It is noteworthy that the slope of the lines is almost similar to
the experimental slope. These criteria (Wegs /We0:25ls ) were written
in the form of Eq. (1) below which demonstrates that the transi-
tional gas velocity depends on liquid to gas density ratio, surface
tension, gas density and channel diameter. As the diameter
increases, transition occurs early at lower gas velocity (the lines
shift to the left) while increasing surface tension and density ratio
show an opposite effect.
ugs / ðr=qgDÞ0:375ðql=qgÞ0:125u0:25ls ð1Þ6. Comparison with Jayawardena and Balakotaiah [39]
Three dimensionless groups were deemed to be important by
Jayawardena and Balakotaiah [39]. These include the liquid and
gas Reynolds number and Suratman number Su (Su ¼ Rels=
Cals ¼ qlDr=l2l ). All Reynolds numbers were defined based on
superficial velocities, see nomenclature. The data were plotted in
the form of Su versus Regs/Rels and fitted to give the transition cri-
teria: Eq. (2) for bubbly to slug and Eq. (3) for slug to annular flow.
Regs
Rels
 
¼ 464:16Su2=3; 104 < Su < 107 ð2Þ
Regs
Rels
 
¼ 4641:6Su2=3; Su < 106
Regs ¼ 2 109 Su2; Su > 106
ð3Þ
The experimental data used in the present study satisfies the
first condition in Eq. (3), i.e. Su < 106. Fig. 4 shows the comparison
with these criteria on uls  ugs plane. It is obvious that these criteria
predict transition to occur at much lower gas superficial velocitiesChurn Annular
    xe xe= 0.14         = 0.099
q=4.6 q=6.7 kW/m2
.85 bar with a decreasing heat flux [32,33].
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u l
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(churn, slug-annular)
Bubbly
Slug
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Annular
Inertia dominated
R245fa, P = 1.85 bar
Surface tension
dominated
Rezkallah [36]
Fig. 3. Comparison of experimental data [32,33] with Rezkallah [36].
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between bubbly and slug flow is the same as the experimental
data. Bubbly flow was predicted to occur at liquid superficial veloc-
ities greater than about 0.02 m/s. However, the transition line
between slug and annular flow exhibits strong dependency on
gas superficial velocity, which is not the case for the experimental
data. Writing Eqs. (2) or (3) (by the present authors) in dimensional
form results in Eq. (4) below, which shows that the gas superficial
velocity at transition decreases with increasing diameter and sur-
face tension but increases with density ratio and viscosity ratio.
The effect of surface tension contradicts Eq. (1) given by Rezkallah
[36] which states that gas superficial velocity increases with sur-
face tension.
ugs / ðqlrD=l2l Þ
2=3ðql=qgÞðlg=llÞuls ð4Þ7. Comparison with Zhao and Hu [40] slug/annular transition
model
This model was proposed also for microgravity applications. It
was based on the assumption that transition from slug to annular
flow occurs when the impulsive force due to gas inertia is sufficient
to overcome surface tension force. Instead of defining the impul-
sive force based on the actual gas velocity as was proposed by
previous researchers, they used the actual relative velocity0.01 0.1 1 10 100
0.01
0.1
1
10
Ugs [m/s]  
U
ls
 [m
/s
]
Bubbly
Slug
Annular
Bubbly
Slug
Annular
R245fa, P = 1.85 bar
Jayawardena and Balakotaiah [39]
Fig. 4. Comparison of experimental data [32,33] with Jayawardena and Balakotaiah
[39].(Ug  Ul). Since transition occurred from slug to annular (no
churn), the void fraction from the drift flux model with zero drift
velocity and 1.16 for the distribution parameter C0 was proposed
to calculate the superficial velocities. Accordingly, the final expres-
sion for the transition criterion is given by Eq. (5) below.
qgugsðUg  UlÞDa0:5
4r
¼ k ð5Þ
The constant k in Eq. (5) was determined empirically and the
value was found to be 0.8. Fig. 5 depicts the comparison with this
model and shows good agreement with the experimental data. The
model predicts annular flow to occur at slightly lower gas superfi-
cial velocity compared to the experimental data, particularly as
mass flux increases. The only properties included in this equation
are gas density and surface tension. The good agreement with
the experimental data could be due to the fact that the conven-
tional churn flow with large chaotic nature was not observed in
the experimental data described in [32,33]. What is called churn
flow herein this study resulted from merging elongated slugs, see
Fig. 2. This is matching the assumed transition mechanism by Zhao
and Hu [40]. This criterion indicates that as surface tension
increases the transition line shifts to the right to occur at higher
gas superficial velocity.
8. Comparison with Akbar et al. [21]
This map was developed based on available experimental data
in literature for air–water flow in channels with diameter ranging
from 0.87 to 1.6 mm. The map was divided into four regions: sur-
face tension dominated region (bubbly, slug, plug), inertia domi-
nated region I (annular, wavy annular), inertia dominated region
II (dispersed flow), and transition region. Plotting all data on the
Weber number coordinate map, Akbar et al. correlated the data
into three transition criteria. These criteria are given by Eq. (6)
for the surface tension dominated zone, Eq. (7) for the inertia dom-
inated zone I (annular flow), and Eq. (8) for the inertia dominated
zone II (dispersion regime).
Wegs 6 0:11We0:315ls for Wels 6 3
Wegs 6 1; for Wels > 3
ð6Þ
Wegs P 11We
0:14
ls ; for Wels 6 3 ð7Þ
Wegs > 1; for Wels > 3 ð8Þ0.01 0.1 1 10 100
0.01
0.1
1
10
Ugs, [m/s]  
U
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, [
m
/s
]
Slug
Annular
Slug
Annular
Zhao and Hu [40] R245fa, P = 1.85 bar
Fig. 5. Comparison of experimental data [32,33] with Zhao and Hu [40].
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Fig. 6. Comparison of experimental data [32,33] with Akbar et al. [21].
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map. It is clear that the map predicts bubbly flow well where the
data points are located in the surface tension dominated zone. Slug
flow is poorly predicted. For churn and annular flow, the map
works better at low liquid superficial velocity. As liquid superficial
velocity increases the map exhibits poor predictions where some of
the data are located inside the dispersed flow region. Additionally,
the map indicates that the transition region occupies a consider-
able area on the map although this region is expected to be nar-
rower in microchannels. In addition to that, bubbly and slug
flows are also predicted to occur at very low gas and liquid super-
ficial velocities.9. Comparison with Hassan et al. [2]
This map was developed based on 1475 data points collected
from the literature and their experimental data using air–water
and tubes of diameter 0.8 and 1 mm. Four main regimes were
defined to develop the map: bubbly, intermittent, churn and annu-
lar flow. Fig. 7 presents a comparison of the experimental data
[32,33] with the predictions of the vertical flow pattern map of
Hassan et al. [2] based on superficial velocities. In Hassan et al.
the intermittent region includes plug and slug flow. This map cov-
ers a larger range of superficial gas and liquid velocities than seen
with the experimental data used in this paper. The annular flow
transition is predicted moderately well. The bubbly and slug flow
are predicted to occur at a lower superficial gas velocity than seen
experimentally. Additionally, the map predicts that bubbly flowFig. 7. Comparison of experimental data [32,33] with Hassan et al. [2].exists only after a certain liquid superficial velocity (uls > 0.06 m/
s) not like the maps of Rezkallah [36] and Akbar et al. [21] where
the transition line intersects with the vertical axis (liquid superfi-
cial velocity) at negative values.
10. Comparison with Chen [33,41]
Chen developed detailed maps based on the liquid and vapor
superficial velocities and gave transition criteria using dimensional
and dimensionless groups. These criteria were based on 2392
experimental data points covering upward flow boiling of R134a,
inlet pressures 6, 10 and 14 bar and corresponding vapor quality
and mass flux ranges of 0.05–90% and 50–6400 kg/m2 s. Fig. 8
depicts the proposed map plotted by Chen [33,41] for 2.01 mm
tube at 10 bar as an example just to help in explaining the model.
Chen used the same experimental facility as the one used in
[32,33] and stainless steel tubes of diameters 4.26, 2.88, 2.01 and
1.1 mm. The flow patterns were viewed at the same location as
described in [32,33], through the borosilicate glass tube located
at the exit of the heated test section. Chen gave the following equa-
tions that describe the transition lines of the flow map shown in
Fig. 8:
Churn-annular transition boundary: this boundary was obtained
by fitting the experimental data into the form given by Eq. (9) for
line A and Eq. (10) for line B, see Fig. 8.
Wels ¼ 1:567 1017ðFrgsRegsÞ3:41 ð9Þ
FrgsRegs ¼ 3:119 105 ð10Þ
Slug-churn transition boundary: this boundary was described
using three equations namely, Eq. (11) for line G, Eq. (12) for line
H and Eq. (13) for line I as given below and shown in Fig. 8. Again,
these equations were obtained by fitting the experimental data
produced by Chen [41].
Rels ¼ 81:08We1:626gs Fr0:267gs ð11Þ
ugs ¼ 587:1 llqgD
 !1:447
qgD
r
 0:937
ð12Þ
uh ¼ 2:75
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
r
f lqlD
r
ð13ÞFig. 8. Flow pattern transition boundaries defined in Chen [41] and reported in
Karayiannis et al. [33] for D = 2.01 mm and P = 10 bar.
Table 1
The correction coefficient K for the void fraction for R134a given by Chen [41] and
cited in Karayiannis et al. [33].
D = 1.1 mm
P [bar] 6 10 14
K 0.212 0.24 0.296
D = 2.01 mm
P [bar] 6 10 14
K 0.4 0.604 0.625
D = 2.88 mm
P [bar] 6 10 14
K 0.181 0.371 0.624
D = 4.26 mm
P [bar] 6 10 14
K 0.299 0.391 0.562
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Fig. 9. Comparison of experimental data [32,33] with the predictions of the
equations given in Chen [41] and Karayiannis et al. [33].
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different mechanisms. The first is bubble elongation which occurs
at low liquid superficial velocity (line G). At a certain bubble length
the bubble starts to distort. The second is the deformation of the
slug nose and tail due to the presence of chaotic flow field in the
tail region at an intermediate liquid superficial velocity range (line
H). The third mechanism occurs at high liquid superficial velocity
(line I) where the bubble cannot keep its regular shape due to
the dominance of turbulence over surface tension force.
Accordingly, the fanning friction factor f l in Eq. (13) is calculated
based on turbulent flow and the homogeneous Reynolds number
as given by Eq. (14) belowwhich is cited in Jayanti and Hewitt [42].
f l ¼ 0:046Re0:2h ð14Þ
Bubbly-slug and dispersed bubble-churn transition boundaries:
this boundary (line C in Fig. 8) was proposed to occur when the
void fraction a in Eq. (15) below equals a critical value (ac). Some
researchers found that the void fraction at which bubbly-slug
and dispersed bubble-churn transition occurs does not depend
on experimental conditions. For example, Taitel [43] found that
the critical void fraction value is 0.25 for bubbly-slug transition
and 0.52 for dispersed bubble-churn transition. Contrary to that,
Chen found that the critical void fraction depends on experimental
conditions (diameter, pressure, fluid properties). As a result, he
gave a correlation for the critical void fraction, see Eq. (16).
uls ¼ 1aC0  1
 
ugs  udC0 ð15Þ
ac ¼ c1ðugs þ ulsÞc2 ð16Þ
Chen plotted the void fraction at which transition occurs (ac)
versus the homogeneous velocity (ugs þ uls) and fitted the data to
get c1 and c2. The values of these constants were found to be
c1 ¼ 0:138 and c2 ¼ 0:344. Chen did not propose a correlation for
the distribution parameter and the drift velocity in Eq. (15).
Instead, he used measured values which depend on pressure and
diameter. Thus, Eqs. (17) and (18) cited in Mishima and Ishii [44]
were recommended by Karayiannis et al. [33] to generalize this
model. It is worth mentioning that Eq. (16) is valid for both dis-
persed bubble-churn and bubbly-slug transition boundaries as
reported by Chen.
C0 ¼ 1:2 0:2
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
qg=ql
q
ð17Þ
ud ¼ 0:35
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
gDðql  qgÞ=ql
q
ð18Þ
Dispersed bubble-bubbly transition boundary: this boundary (line F in
Fig. 8) is given by Eq. (19) and is not included in the present com-
parison, i.e. no dispersed flow was reported in [32,33].
ul ¼ 0:45 1þ 4 aactWe1=2b
 1=3  r
f lqldc
 1=2
ð19Þ
Since the actual void fraction (aact) for R134a was found to be
less than the calculated one (acal ¼ ugs=ðugs þ ulsÞ), a correction fac-
tor K such that aact ¼ Kacal was recommended by Chen [41]. As a
result, the liquid velocity ul was given by Eq. (20) below and the
values of K are summarized in Table 1 for D = 1.1–4.26 mm and
P = 6–14 bar.
ul ¼
ðqgugs þ qlulsÞðugs þ ulsÞ
Kðqgugs  qlugsÞ þ qlðugs þ ulsÞ
ð20Þ
Again, due to the fact that this transition boundary occurs at
high liquid velocity, the turbulent condition is dominating.
Therefore, f l in Eq. (19) is calculated as discussed above using
Eq. (14). The critical bubble diameter dc is given by Barnea et al.
[45] and defined by Eq. (21) below.dc ¼ 2 0:4rðql  qgÞg
" #1=2
ð21Þ
The general applicability of Eq. (19) for flow boiling needs to be
considered further since the K factors proposed are based on R134a
data only.
Fig. 9 compares the transition boundaries calculated from the
equations above (obtained from R134a data) with the data used
in the present study for R245fa [32,33]. Note that Eq. (19) is not
included as dispersed flow was not observed for R245fa in the
experimental conditions and data used in this paper. This flow pat-
tern map showed much better predictions compared to the maps
discussed above. The slug, churn and annular flow patterns are pre-
dicted very well. On the contrary, the bubbly-slug transition
boundary exhibited high deviation compared to the experimental
values, where bubbly flow is predicted to occur at a much higher
liquid superficial velocities. This may be attributed to the fact that
bubbly flow in the current study occurred only due to nucleation
site hysteresis when the heat flux was decreased, which was not
the case in the study of Chen [41]. This hysteresis could be the
result of surface characteristics (copper in the data used in the pre-
sent study versus stainless steel in the Chen [41] study). A compar-
ison of Figs. 7 and 9 shows a similarity in the predicted annular
transition at lower superficial liquid velocities. Also, it is worth
noting that, the predicted transition for bubbly flow shows a sim-
ilar gradient and deviation as the prediction by Hassan et al. [2]. It
is interesting to note that, the slug-churn and churn-annular
transition lines shift to the right as the diameter decreases,
i.e. transition occurs at higher gas superficial velocities. The effect
M.M. Mahmoud, T.G. Karayiannis / Experimental Thermal and Fluid Science 70 (2016) 270–282 277of diameter on slug-churn boundary is greater than the effect on
the churn-annular. In other words, as the diameter decreases, the
slug area becomes larger while the churn area tends to diminish,
which is a feature of microchannels. Additionally, as surface ten-
sion increases these boundaries shift to higher gas superficial
velocity.
As previously mentioned, Chen [41] reported three different
mechanisms for the transition from slug to churn, see
Eqs. (11)–(13) which are corresponding to lines G, H and I in
Fig. 8. Inspecting Fig. 9, one can see that the slug-churn transition
boundary is only represented by lines G and I while line H is not
included which needs a comment. According to Fig. 8 for R134a,
line I intersects with line H at high liquid superficial velocity,
which is greater than that at the intersection of line G with line
H. On the contrary, for R245fa, line I was found to intersect with
line H at very low liquid superficial velocity which crosses the
annular region. This means that the slug-churn mechanism corre-
sponding to line H (disturbance at the tail of the slugs) seems to
diminish for this fluid. Fig. 2 may support this point where no
chaotic disturbance at the tail of the slugs was observed. In other
words, the other two mechanisms (line G and I) are dominating.
Inspecting Eqs. (11)–(13) one can see that these mechanisms
depend on fluid properties. This transition boundary needs to be
studied further due to the effect of fluid on the most dominant
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Fig. 10. Comparison of experimental data [32,33] with Revellin and Thome [46],
Ong-Thome [19] and Costa-Patry [47].11. Comparison with Revellin and Thome [46], Ong and Thome
[19] and Costa-Patry et al. [47]
Revellin and Thome [46] proposed a map based on measuring
the bubble generation frequency using an optical technique. Their
database covered fluids R134a, R245fa, D = 0.509, 0.79 mm,
G = 200–2000 kg/m2 s, Tsat = 26–35 C and heat flux up to
597 kW/m2, inlet sub-cooling 2–15 K and evaporator length
20–70 mm. The visualization was conducted in a glass tube located
at the exit of the evaporator. The flow patterns were classified into
the following: (1) isolated bubble regime (IB), which included bub-
bly and/or slug flows, (2) coalescing bubble regime (CB), and (3)
annular regime (A). The proposed transition criteria are given by
Eq. (22) for the transition from IB to CB and Eq. (23) for the transi-
tion from IB to A.
xIB=CB ¼ 0:763 ReloBoWeg
 0:41
ð22Þ
xCB=A ¼ 0:00014Re1:47lo We1:23l ð23Þ
Using the same experimental technique, Ong and Thome [19]
investigated flow patterns of R134a, R245fa and R236fa in channels
with diameter 1.03, 2.2, and 3.04 mm. They proposed that macro to
micro channel transition occurs at Co  0.3–0.4. Based on that they
proposed two flow pattern transition criteria for micro channels
(Co > 0.34). Note that the confinement number for R245fa at
1.85 bar (the pressure used in obtaining the data for this study)
is 0.92, which is according to [19] in the micro region. Eq. (24)
gives the transition from IB to CB while Eq. (25) gives the transition
from CB to A.
xIB=CB ¼ 0:36Co0:2
lg
ll
 0:65 qg
ql
 0:9
Re0:75go Bo
0:25We0:91l ð24Þ
xCB=A ¼ 0:047Co0:05
lg
ll
 0:7 qg
ql
 0:6
Re0:8go We
0:91
l ð25Þ
It can be seen from Eq. (22) that the transition from IB to CB
depends on mass flux, heat flux and fluid properties while Eq.
(24) adds the effect of diameter. Eqs. (23) and (25) agreed on that
there is no heat flux effect on the transition from CB to A flow.Costa-Patry et al. [47] investigated flow boiling of R134a,
R1234ze(E) and R245fa in a multi microchannel copper evaporator
without a transparent window for flow visualization. The local heat
transfer coefficient was measured using an array of local heaters
(5  7). The local heat transfer coefficient versus local vapor qual-
ity exhibited a V-shape trend for each heat flux, i.e. decreases to a
minimum value then increases again. Based on that, they thought
this minimum is corresponding to the transition into annular flow.
Accordingly, they correlated their data as a function of operating
conditions and gave Eq. (26) for the transition from CB to A. For
the transition from IB to CB, they proposed using Eq. (24) of Ong
and Thome [19].
xCB=A ¼ 425
qg
ql
 0:1 Bo1:1
Co0:5
ð26Þ
The above equation indicates that the vapor quality at which
transition from coalescence bubble to annular flow occurs depends
on heat flux, which was not the case in Eqs. (23) and (25) of
Revellin-Thome and Ong-Thome. The difference is coming from
the vapor quality based on which the map is developed. In the case
of observing and recording the flow patterns at the exit of the
evaporator, the map is based on exit quality. Once annular flow
develops inside the evaporator the picture will not change at the
observation section even with increasing heat flux (increasing exit
quality). In the case of Costa-Patry et al., they developed their map
based on local vapor quality, i.e. the vapor quality at which the
local heat transfer coefficient reaches its minimum value then
increases continuously with quality. Developing a transition crite-
rion based on the trend of the heat transfer coefficient only with-
out flow visualization may be difficult. This is because some
researchers conducted flow boiling in micro tubes and found that
heat transfer coefficient does not depend on vapor quality although
the flow was annular.
Fig. 10 depicts the comparison of the experimental data used in
this study with these three models on the mass flux versus vapor
quality coordinates. It is worth mentioning that the comparison
with Costa-Patry et al. is conducted at q = 50 kW/m2. For the tran-
sition from IB to CB, the comparison is conducted at q = 10 kW/m2.
It is obvious from the figure that the model of Revellin and Thome
predicts poorly the transition from CB to A flow while those of Ong
and Thome and Costa-Patry et al. predict this boundary very well. If
slug and churn flow reported in the present study are considered as
a coalescing regime, the models of Revelling-Thome and
Ong-Thome predict the boundary between IB and CB fairly well.
Actually, segregating the experimental data into isolated bubbles
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Fig. 11. Comparison of experimental data [32,33] with Ulmann and Brauner [48].
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quency. According to Revellin and Thome, isolated bubbles cover
bubbly and/or slug flow. In other words, slug flow data could be
located partly in the isolated bubble region and partly in the coa-
lescing bubble region. This depends on bubble length which affects
bubble velocity and consequently frequency. Increasing the heat
flux shifts this boundary to the right (more slug points will be in
the IB region). The sensitivity of this map to heat flux variations
might make it specific and difficult to compare with other maps
because it needs more information to fairly compare with, i.e. bub-
ble frequency and coalescence rate. However, these maps are very
useful for developing heat transfer mechanistic models because
they incorporate the effect of heat flux.
12. Comparison with Ulmann and Brauner [48]
In this mechanistic model, Eotvos number (Eo) was used to
identify the applicability range of the model. In their paper, the
authors developed equations for a wide range of applications.
The equations presented herein are only for minichannels applica-
tions (Eo < 0.2). The Eo value in the study of [32,33] is 0.15 based
on the properties of R245fa at 1.85 bar. The transition from bubbly
to slug flow was assumed to occur at a critical void fraction calcu-
lated from a train of contacting spherical bubbles with diameter
equal to half tube diameter. Based on the premise that slip velocity
can be ignored in microchannels, the bubbly-slug transition crite-
rion was given as:
uls ¼ 1 acac ugs ð27Þ
The critical void fraction in the above equation was taken as
0.15 although it would be 0.166 if it was calculated based on the
above assumptions given by [48]. The transition to dispersed flow
was attributed to bubble breakup and transition was assumed to
occur if the bubble maximum diameter is smaller than a critical
valuedmax 6 dcr . The critical value was taken as 0.5D for mini-
channels applications and the maximum bubble diameter was
given by Eqs. (28)–(30). Eq. (29) is valid for dilute dispersions (very
low gas flow rate) while Eq. (30) is valid for dense dispersions (high
gas flow rates):
dmax ¼ Max ðdmaxÞ0; ðdmaxÞa
	 
 ð28Þ
ðdmaxÞ0 ¼ 30We1ls Re0:2ls 6 0:5 ð29Þ
ðdmaxÞa ¼ 174We1ls Re0:2ls
a
1 a 6 0:5 ð30Þ
Transition from slug to aerated slug (churn flow) was assumed
to occur either due to bubble breakage in the liquid slug because of
turbulence or due to the wake effect behind the Taylor bubble.
Both mechanisms were investigated and two transition criteria
were proposed by [48] with insignificant differences. Hence, one
of these mechanisms can be used. Eq. (31) below was used for this
boundary in the present comparison.
ugs þ uls ¼ 9:72 r
0:55
q0:44l l0:11l D
0:44 ð31Þ
Different mechanisms for the formation of annular flow were
proposed and assessed by [48] using the experimental data of
Triplett et al. [49] for air–water flow in micro tubes. The drop
entrainment mechanism was found to give good prediction com-
pared to the other tested mechanisms and the final criterion was
given by Eq. (32).
Ug  Ul ¼ 4:9 1þ 1:875 l
2
l
qlDr
 0:8" #0:5 ﬃﬃﬃﬃﬃﬃﬃﬃﬃr
qgD
s
ð32ÞFig. 11 depicts the comparison of the experimental data used in
this study with these transition models. The figure shows that slug
and churn flow were predicted very well while bubbly and annular
flows were poorly predicted. The model predicts bubby flow to
occur at lower gas superficial velocity compared to the experiment
while it predicts annular flow to occur at higher gas superficial
velocity. Rahim et al. [50] used the data of Revellin and Thome
[9] to assess this model and reported similar performance. They
recommended modifying the critical void fraction value to be
0.67 rather than 0.15. On doing so, the transition boundary shifts
to lower liquid superficial velocity and matched the experimental
data, see the dashed line in Fig. 11.13. Comparison with Harirchian and Garimella [51]
This map was developed based on investigating flow boiling of
FC-77 in a wide range of microchannels with different cross section
area. Flow patterns were classified as bubbly, slug, churn, wispy-
annular and annular flow. However, they found that these flow
patterns can be re-grouped into two groups namely confined and
unconfined. It was found that there is a threshold cross section
area below which confinement effects dominate for a fixed mass
flux. It is worth mentioning here that confinement includes
confined bubble, slug and annular flow. In other words, the flow
pattern is considered confined when the gas phase occupies the
entire channel cross section with a uniform liquid film. The con-
finement criterion was given by Eq. (33) using a new dimension-
less number called convective-confinement number Bd0:5  Relo.
Bd0:5  Relo ¼ 160 ð33Þ
They plotted all data on a map using the convective-
confinement number for the abscissa and a dimensionless heat flux
(Bo Relo) for the ordinate. This map is shown in Fig. 12 compared
to the experimental data used in this study. The vertical line sepa-
rating confined and un-confined flow is defined by Eq. (33). The
other transition line was given by Eq. (34) below. It is obvious that
this map predicts poorly the experimental data. The model predicts
only bubbly flow very well, where the points are located in the cor-
rect area. For this model to predict the current data the inclined
line should be shifted down and the vertical line should be moved
to the right.
Bo Relo ¼ 0:017 Bd0:5  Relo
 0:7
ð34Þ
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The experimental data used in the present study are compared
with the experimental results of Sur and Liu [52] for adiabatic flow
in micro tubes with diameter ranging from 0.1 to 0.324 mm, see
Fig. 13. They identified four flow patterns namely bubbly, slug, ring
and annular flow. It is obvious that there is a good agreement on
bubbly and slug flow while poor agreement on churn and annular
flow. Annular flow occurred at higher gas superficial velocity com-
pared to the present study. However, the slopes of the transition
lines are similar to that of the present experiment. It is interesting
to note that although the above models failed to predict the tran-
sition boundary between bubbly and slug flow, there is a good
agreement between the two experimental studies.15. Comparison with Wang et al. [15]
As previously mentioned in the introduction section, surface
wettability might affect flow pattern transition. So, it is interesting
to compare the experimental data used in the present study with
transition criteria that consider the effect of contact angle. Wang
et al. [15] investigated the effect of surface wettability and fluid
properties on gas–liquid flow in microchannels with
0.1  0.2 mm cross section. Three fluids were tested including
air–water, air-kerosene and nitrogen-ethanol. The identified flow0.01 0.1 1 10 100
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Fig. 13. Comparison of experimental data [32,33] with Sur and Liu [52].patterns were slug, slug annular, annular and parallel stratified
flow. They plotted their maps using the capillary number Ca for
the abscissa and Regs/Rels for the ordinate. Based on that, they pro-
posed transition criteria including the effect of contact angle h. The
effect of contact angle was investigated using tubes made of glass
(h ¼ 37 ), modified surface glass (h ¼ 83 ) and polydiemethyle-
siloxane (h ¼ 135 ). The transition from slug to slug-annular was
given by Eq. (35) while Eq. (36) gives the transition into annular.
Ca ¼ 4 104 ph
180
 
Regs
Rels
 0:76
ð35Þ
Ca ¼ 8:6 104 ph
180
 
Regs
Rels
 1:21
ð36Þ
The experimental data were compared with the above criteria
on the superficial velocity coordinates, see Fig. 14. There is a doubt
on the contact angle for R245fa/copper surface and therefore the
present authors assumed that the contact angle for this combina-
tion is 35, which is common for refrigerants. The comparison
demonstrates that there is a poor prediction for the present exper-
imental data. Also, the trend is completely different compared to
the experimental trend. Increasing the contact angle shifts these
transition lines to the right with the same slope. The performance
of these prediction criteria does not change too much even when
the contact angle was assumed to vary from 20 and 60. This
map predicts that gas superficial velocity at transition decreases
as liquid superficial velocity increases. This trend is similar to that
reported by Galvis and Culham [53] for flow boiling of water in a
single rectangular channel of 0.198  0.241 mm cross section. This
might open the question about the effect of channel geometry, i.e.
rectangular versus circular.16. Proposed Prediction Method
Figs. 15 and 16 depict a comparison between the different mod-
els for bubbly to slug and slug to annular transition respectively as
examples. It is obvious from the two figures that there is a large
discrepancy among all proposed models. The modified version of
Ulmann and Brauner [48] model proposed by Rahim et al. [50]
for bubbly-slug boundary and the model of Chen [33,41] for tran-
sition to annular flow predict the data very well.
Based on the comparison above, the present authors
recommend the transition criteria given by Chen [33,41] for the
slug-churn (Eqs. (9) and (10)) and churn-annular transitions
(Eqs. (11)–(13)). The proposed modification by Rahim et al. [50]
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Fig. 17. Schematic drawing for the force balance on a spherical bubble with a frame
of reference moving with the bubble.
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inspecting Fig. 11, this modification predicts bubbly flow to occur
at extremely low liquid superficial velocities. This could be due
to the fact that the transition from bubbly to slug flow was
assumed to occur at a fixed value of void fraction (0.67). This value
is obtained when the bubble diameter at transition was assumed
equal to tube diameter (confined bubble). Principally, bubble size
depends on flow inertia. At very low liquid velocities, surface ten-
sion force dominates and the bubble diameter becomes large. Thus,
in micro tubes at very low liquid flow rates, bubbly flow may not
exist due to the confinement of the bubble and consequently slug
flow develops at low liquid velocities. Another point worth men-
tioning is that, according to the data used in the present study
[32,33] and the study of Sur and Liu [52], the calculated homoge-
neous void fraction (ugs/(uls + ugs)) at transition is not constant. In
the study of [32,33] it decreased from 0.61 at the lowest mass flux
to 0.52 at the highest mass flux while in the study of Sur and Liu
[52] it decreased from 0.67 to 0.56. However, it is very difficult
to verify this point experimentally in microchannels due to the dif-
ficulty of measuring the void fraction. Additionally, more experi-
mental data covering wide ranges of experimental parameters
are required to verify this point even based on the calculated
homogeneous void fraction. Some researchers [54,55] reported
that the void fraction at the transition from bubbly to slug flow
depends strongly on the initial bubble size in the mixing region.They measured the void fraction in air–water two phase flow in
tubes with diameter 25 mm [54] and 28.9 mm [55]. The critical
void fraction was found to decrease with increasing the initial
bubble size [55]. The initial bubble diameter may be taken as the
bubble departure diameter in boiling studies. However, due to
thermal effects and bubble growth, the bubbly-slug transition
mechanism in flow boiling in microchannels may differ from that
occurring in adiabatic gas–liquid flow in large diameter channels.
Based on that, a new transition criterion from bubbly to slug
flow is proposed here to take into account the effect of flow inertia,
fluid properties and channel size which are thought to affect
bubble confinement. Starting with a force balance on a spherical
bubble with a moving frame of reference and ignoring gravity,
buoyancy and viscous forces the following equation can be
obtained, see schematic drawing in Fig. 17:
U2r ¼
4r
qlDb
ð37Þ
The above equation can also be written in a dimensionless form
as:
Wer ¼ qlU
2
r Db
r
¼ 4 ð38Þ
According to the above equation, transition occurs when the
Weber number, based on the relative velocity and bubble diame-
ter, equals a fixed value. At transition, the bubble diameter is
assumed to be the same as the tube diameter D. At this condition,
Table 2
The proposed criteria for flow patterns prediction.
Transition boundary Equations Author
Bubbly to slug Wer ¼ qlU
2
r D
r ¼ 4 Present authors
Ur ¼ ugsac 
uls
1ac ; ac ¼ 0:67
Slug to churna Chen [33,41]
Churn to annular
Frgs ¼ ugs=
ﬃﬃﬃﬃﬃﬃ
gD
p
; Regs ¼ qgugsD=lg ; Rels ¼ qgulsD=ll; Wels ¼ qlu2lsD=r
Wegs ¼ qgu2gsD=r; Frgs ¼ ugs
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
qg=DqgD
q
; uh ¼ ugs þ uls; f l ¼ 0:046Re0:2h
Reh ¼ qluhD=ll; ugs ¼ xG=qg ; uls ¼ ð1 xÞG=ql
a This boundary needs further investigations at high liquid superficial velocities.
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et al. However, it is important to note that Rahim et al. [50] used
the model of Ulmann and Brauner [48] which does not include
the relative velocity between the phases as discussed previously,
see Eq. (27). Additionally, they did not take into account the effect
of tube diameter and fluid properties. The relative velocity in
Eq. (38) is defined as:
Ur ¼ Ug  Ul ¼ ugsac 
uls
1 ac ð39Þ
In the above equation, the critical void fraction is 0.67. Fig. 18
compares the new proposed criterion against the experimental
data. As seen in the figure, the new model predicts this transition
boundary very well. It is interesting to note that comparing the
new model to that of Chen [41] (the dashed line in Fig. 18), the
two models tend to merge at the lowest gas superficial velocities.
In other words, the new model agrees with Chen in that it predicts
bubbly flow to occur after a certain liquid superficial velocity, i.e.
when there is enough inertia force to create bubbles smaller than
the tube diameter. This does not occur with the modified model
of Rahim et al. [50]. To confirm this point, the bubble diameter is
calculated using Eq. (37) at ugs = 0.02 m/s and uls = 0.05 m/s using
the properties of R245fa at 1.85 bar and the value is 2.8 mm, which
is much greater than the tube diameter (1.1 mm). This bubble size
gives a confined bubble which is slightly longer than the tube
diameter (slug flow). According to Rahim et al. [50] at these veloc-
ities, the flow should be bubbly flow (bubbles smaller than the
tube diameter).
The final equations proposed by the present authors are sum-
marized in Table 2. As previously mentioned, dispersed bubble
flow was not observed in the experimental data used in this study
for the examined range of mass flux. Thus this boundary was not
assessed in this study. Accordingly, Table 2 summarizes three
transition boundaries namely: bubbly-slug, slug-churn and
churn-annular. Some boundaries are described by more than one
equation and the applicability limits of each equation depend on
fluid properties and operating conditions. Therefore, a schematic
drawing for these transition boundaries is included in the table
for the sake of clarifying the applicability limits of each equation.17. Conclusions
A detailed comparison of past models and correlations of flow
patterns transition boundaries in micro tubes is carried out in this
study. Experimental data for flow patterns recorded in a 1.1 mm
diameter vertical tube made of copper at an inlet pressure of
1.85 bar, mass flux ranging from 100 to 400 kg/m2 s and heat flux
in the range of 3–25 kW/m2 [32,33] were used. The main findings
of the present study can be summarized as follows:
1. The comparison with prediction models demonstrated that
there is no one map that can predict all transition boundaries
with a reasonable accuracy. Annular flow occurred at lower
superficial gas velocities and vapor qualities than predicted by
most models.
2. The flow patterns were reported in [32,33] to vary for increas-
ing and decreasing heat fluxes. For increasing heat flux, some
occurrence of slug and churn flow was reported but a domi-
nance of annular flow. For decreasing heat flux, bubbly, con-
fined bubble, slug, churn and annular flow were observed. In
this study, flow patterns in decreasing heat flux were used.
3. There are large discrepancies between existing prediction mod-
els although they were proposed for micro scale applications.
This means that the most important parameters and mecha-
nisms are not fully understood.
4. Among the assessed models and correlations, the flow pattern
map of Chen [33,41] with the new modification developed by
the present authors and given by Eqs. (37)–(39) predicted all
transition boundaries very well. Thus, this map is recom-
mended by the present authors for mini to micro scale
applications.
5. However, further research is still needed and recommended to
evaluate and validate the proposed map particularly at high
mass fluxes, including some of the empirical constants used,
for different operating ranges, fluids and passage geometries.
6. The discrepancies in the recorded flow patterns for this partic-
ular fluid and increasing and decreasing heat flux were reported
in [32] and researchers must consider it when assessing their
results for some of the fluids used in their experiments.
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